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10C-LCR - - h | Group: A
" System [DNo: 105300108 N | SystemName: 7 Cedars Casino.
" DOI Source No:  $93 - B c(m"n_ty—w " Clallam B )
 Sample Pupose:  RC R T T DateReceived: | 62772017
. | DateAnalyzed:  6/27/2017 o
[ Datc Reported ' 6/27}2&)17
" Send Report To:  llan Jones - a Bill To: " lan Jones ji
Jamestown $'Klallam Tribe Jamestown S'Klallam Tribe
1033 Old Blyn Hwy 1033 Old Blyn Hwy
Sequim, WA 98382 Sequim, WA 98382
~  DOH# Lead, mg/L _ Copper,mg/l.
SRL, mgL. Y} N Y S
Trlg.gér-l;\:el, mg/L ) f i ' ]
MCL, mgl. I I *
Analytical Method (Analyst Init) | EPA 2009 KW | EPA200.7 KW 'f
7 Sample# - Date Collected S Sample Ldé;ﬁ;n o o R Lead, mg/L e Cop;);r, mgIL o
01042401 6272017 cA-03 ) - Y 7" S 0.43 -
01042402  |6R2772017  [CA-04 - ) " <0.001 - 0.23 o
01042403  |6/27/2017 “lcA-05 o I 0.001 o 64
01042404 lerz72017 = lca-14 ) - T T o006 0.50
01042405 6/27/2017 CA-17 o o L 0007 o 0.25
01042406  |6/27/2017 ICA-19 o ' o 0001 251
01042407  |6r272017  |cA23 I T B 1 <0001 o 0.66
01042408  |6/27/2017 CA-26 e ) 0.006 T
01042409 16272017 [CA27 - T o00s .03
01042410 6272017 [CA-28 o I T T o0t " 0.40
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SPECTRA Laboratories - Kitsap LL.C
26276 Twelve Trees Lane, Suite C  Poulsbo, WA 98370  Telephone {360) 779-5141 FAX (360) 779-5150

I0C - LCR
I0C - LCR by EPA Methods 200.9, 200.7

Distribution System - Report of Analysis

IoC-LCR T T T Y Growp: T A ' o
SystemIDNo: 105300108 7777 SystemName: 7 Cedars Casino
 DOH Source No: ~ $93 - o o | County:  Clallam -
* Sample Purpose: RC 7 T T DateReceived: | 62772017
R - T T Date Analyzeds | 6272017
| Date Reported:  6/27/2017
Send Report To:  llan Jones ’ h - o BillTo:  IlanJones
Jamestown S$'Klallam Tribe Jamestown 5'Klallam Tribe
1033 Old Blyn Hwy 1033 Old Blyn Hwy
Sequim, WA 98382 Sequim, WA 98382
~  poH# | ""Lead,mgL | Copper,mg/l
SRL,EQL D i ©0.001 S 002
Trigger Level, mg. | L | T I T
MC_L,mgff e * e Tk
Analytical Method (Analyst Tnit) |  EPA200.9 KW |  EPA2007 KW
| Semple# [ DateCollctes [ T Sepleloaaton |7 Leamgl | Coppermgl
¥ Lead has not been assigned an MCL, it has an *Action Level' of 0.015 mg/L. designated by EPA. Copper has not been assigned an M, it has an 'Action Level' of 1.3 mg/L designated by EPA.
SRL: (State Reporting Level), indicates the minimum reporting level required by the Washington Department of Health (DOH).

Trigger Level:  DOH Drinking Water response level. Systems with compounds detected at concentrations in excess of this level are required to take additional samples.
Contact your regional DOH office for further information.

MCL: (Maximum Contaminant Level), If the contaminant amount exceeds the MCL, immediately contact your regional DOH office.

NA: (Not Analyzed), in the results column indicates this compound was not included in the current analysis.

ND: (Not Detected), in the results column indicates this compound was analyzed and not detected at a level greater than or equal to the SRL
< {0.00x): indicates the compound was not detected in the sample at or above the concentration indicated.
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